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Controller 0010-1954 (Potable) South Canton Park, Canton, GA, USA
WATERPLAY Water Distribution CO06-AG010 (10V AG Kiosk) Valve Assignment by Waterplay
BY Diverter Strainer System No
m"{ Secondary Sanitization No Date: 6-Feb-2025
Controller Upgrade No Created by: Kurtis
220V Upgrade Not required Number of Activators: 2
Recommended
Nozzle Information per Component Recommended Pressure at Minimum Line
Component Selection Nozzle 1 Nozzle 2 Nozzle 3 Flow Rate Feature Base* Size** Play PHASE|Base Type
Leg Part Component Qty Qty Qty
# NimBer Name QTy PN Nozzle 1 Noz 1 PN Nozzle 2 Noz 2 PN Nozzle 3 Noz 3 [gpm] [ipm] [psi] [kPA] [in] [mm] QTY QTY
1 0010-7481 SEE LA DRAWINGS FOR NOZZLE LAYOUT 1 NOZ-08031 SEE LA DRAWINGS 1 i 4 4 28 1.0in | 25 mm 0 0
2 0010-7481 SEE LA DRAWINGS FOR NOZZLE LAYOUT 1 NOZ-08031 SEE LA DRAWINGS 1 1 4 4 28 1.0in | 25mm 0 0
3 0010-7481 SEE LA DRAWINGS FOR NOZZLE LAYOUT 1 NOZ-08031 SEE LA DRAWINGS 1 1 4 4 28 1.0in | 25 mm 0 0
4 0010-7481 SEE LA DRAWINGS FOR NOZZLE LAYOUT 1 NOZ-08031 SEE LA DRAWINGS 1 1 4 4 28 1.0in | 25 mm 0 0
5 0010-7481 SEE LA DRAWINGS FOR NOZZLE LAYOUT 1 NOZ-08031 SEE LA DRAWINGS 1 1 4 4 28 1.0in | 25mm 0 0
6 0010-7481 SEE LA DRAWINGS FOR NOZZLE LAYOUT 2 NOZ-08031 SEE LA DRAWINGS 1 2 8 4 28 1.0in | 25 mm 0 0
7 0010-7481 SEE LA DRAWINGS FOR NOZZLE LAYOUT 1 NOZ-08031 SEE LA DRAWINGS 1 1 4 4 28 1.0in | 25mm 0 0
8 0010-7481 SEE LA DRAWINGS FOR NOZZLE LAYOUT 1 NOZ-08031 SEE LA DRAWINGS 1 1 4 4 28 1.0in | 25 mm 0 0
9 0010-7481 SEE LA DRAWINGS FOR NOZZLE LAYOUT 1 NOZ-08031 SEE LA DRAWINGS 1 1 4 4 28 1.0in | 25 mm 0 0
10 0010-7481 SEE LA DRAWINGS FOR NOZZLE LAYOUT 2 NOZ-08031 SEE LA DRAWINGS 1 2 8 4 28 1.0in | 25mm 0 0
TOTAL COMPONENT FLOW RATE 12 45 "Doesnt account for [0sses _"3359“ on amaximum
- between feature and pipe velocity of 8 fps
Total PlayPHASE Bases S (0011-2156): 2 Maximum Flow: 12 45 manifold {Schao)
Total PlayPHASE Bases M (0011-1953): 0
Total PlayPHASE Bases L (0011-1737): 0
Total PlayPHASE Bases 1.0 (0010-0507): 0
Notes:|2 X 0010-4133 (Drains, Circular)
Valves 1 through 5 feed Splash Pad 1 spray features; valves 6 through 10 feed Splash Pad 2 spray features.
Controller|  0010-1954 (Potable) | South Canton Park, Canton, GA, USA WATERPLAY South Canton Park, Canton, GA, USA Controller]  0010-1954 (Potable) | South Canton Park, Canton, GA, USA
. . |
BW&%MV Water Distribution|C06-AG010 (10V AG Kiosk] Valve Assignment by Waterplay BY m‘.{ Valve Assignment by Waterplay HW&TEHPJU Water Distribution [C06-AG010 (10V AG Kiosk]Valve Assignment by Waterplay
(BAR Revision Date 6-Feb-2025 AR — e
Revision Date 6-Feb-2025
Step Duration 25 Controller|0010-1954 (Potable) Durati 5
- Water Distribution|C06-AG010 (10V AG Kiosk) Step Duration >
Activator 1: Power Post Diverter Strainer System|No Activator 2: Power Post
Teg | Out UV System|[No Revision Date 6-Feb-2025
& g | Pop-it Component Name T2 | 3[4 ) 5 6| 7 | 89 ]10 1|12 Controller Enclosure Upgrade[No WP Project Support Kurtis Component Name 1 2l 3l al s | el 78! 910 11112
. a SEE LA DRAWINGS . a a a a q a a Installation Area|Not required Number of Activators 2
SEE LA DRAWINGS SEE LA DRAWINGS
: : et LA DRAWINGS - ! S : - SEE LA DRAWINGS
3 3 1 il 1 il 1 il 1 1 Leg Leg
Component Name QTy Component Name QTyY SEE LA DRAWINGS
" ” SEE LA DRAWINGS . B o B B # P # P
5 5 SEE LA DRAWINGS ; EEE ::2 gxmsg: i SEE LA DRAWINGS
SEE LA DRAWINGS
SEE LA DRAWINGS 3 SEE LA DRAWINGS 1
SEE LA DRAWINGS 4 SEE LA DRAWINGS 1 SEE LA DRAWINGS 1 1 1 1 1 1 1 1
SEE LA DRAWINGS 5 SEE LA DRAWINGS 1 SEE LA DRAWINGS 1 1 1 1 1
[ SEE LA DRAWINGS 2
SEE LA DRAWINGS
SEE LA DRAWINGS 7 SEE LA DRAWINGS T 1 i 1 1 1
SEE LA DRAWINGS P SEE LA DRAWINGS 1 SEE LA DRAWINGS 1 1| o1 1 1
9 SEE LA DRAWINGS 1 10 10 SEE LA DRAWINGS 1 1 1 1 1 1 1 1
10 SEE LA DRAWINGS 2
Sequenced flow rates for each activator
[gpm] [lpm]
Step Durati
Ave Flow Max Flow oen Ave Flow Max Flow
Step Flow Rate [gpm]| 3 2 3 2 3 5 5 3 2 3 2 3 Activator 1 3 5 25 11 19
Step Flow Rate [Ilpm]| 11 8 11 11 19 19 11 8 11 8 11 Activator 2 4 i 25 16 26
19 [lpm] Max Flow-rate [gpm] Activator 3 0 0 25 0 0 Step Flow Rate [gpm]| 4 3 4 3 4 7 7 4 3 4 3 4
Activator 4 0 0 25 0 0
11 | A Flow-rat Step Flow Rate [lpm]| 15 11 15 11 15 26 26 15 11 15 11 15
[lpm] verage Flow-rate [apm] Activator 5 5 5 = 5 - p [lpm]
| Sequence Duration [sec] 300 Act?vator 6 0 0 2 0 0 i [lom] Max Flow-rate [gpm]
Activator 7 0 0 25 0 0 16 [lpm] Average Flow-rate [gpm]
Notes: 6 - Activator 8 0 0 25 0 0 | |
f—, Activator 9 0 0 25 0 0 Sequence Duration [sec] 300
4 \/\/ \N Activator 10 0 0 25 0 0
2 Activator 1 Maximum Sequenced Park Flow 12 45 Notes: 10
Maximum Possible Park Flow 12 45 7\
123 456 7 8 9101112 5
~—~ N~ e Activator 2
0 T T T T T T T T T T T 1
123456 7 8 9101112
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PLAYPHASE SMALL PLAYPHASE LARGE
SEE DRAWING 0011-2156 | SEE DRAWING 0011-1953
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PLAYPHASE LARGE
SEE DRAWING 0011-1737

NOTES:

1. ALL DIMENSIONS MEASURED FROM DIMENSION ORIGIN (0,0) TO CENTRE OF FOOTING.

2. REFER TO FOOTING DETAILS FOR EACH WATER STRUCTURE.

3. LOCATE, SIZE AND SPECIFY QUANTITY OF DRAINS TO PREVENT STANDING WATER.

4. GROUND ALL COMPONENTS TOGETHER WITH GROUNDING WIRE AND BASE PLATE GROUNDING
LUG.

5. ANGLES NOTED, REFERENCE ORIENTATION OF THE PLAYPHASE BASE FLANGE FASTENERS AS
THEY RELATE TO THE X-Y PLANE. FOR ANGLES NOT INDENTIFIED, FASTENERS ARE TO BE
INSTALLED ALONG X- PLANE.

6. DRAIN LOCATION TO BE DETERMINED ONCE SLOPE OF SPLASH PAD IS ESTABLISHED.

11 x 17 plot

FOR INFORMATION PURPOSES ONLY. LOCAL
LANDSCAPE ARCHITECT, ENGINEER &/OR
APPROPRIATE AUTHORITIES HAVING
JURISDICTION MUST COMPLETE ALL PARK
LAYOUT, MECHANICAL & ELECTRICAL
DESIGN PRIOR TO CONSTRUCTION.

DESIGNED BY:
WATERPLAY SOLUTIONS CORP

NOTES:
- ROTATIONAL ANGLES SHOWN HERE ARE
TYPICAL. USE SUPPLIED JIGS FOR CENTRE

TO CENTRE SPACING OF FOOTINGS AND
PLAYPHASE BASE ORIENTATIONS.

- FOOTING LOCATIONS MEASURED
RELATIVE TO ORIGIN POINT, DESIGNATED
AS BACK RIGHT CORNER OF 10V AG KIOSK
ENCLOSURE (SEE VIEW 'A").

DWG NAME: SHEET
COMPONENT PLACEMENT - PAD 1 5/8

SCALE: DRAWN BY: | DATE: REV #:
12" = 10" KV FEB 06/25 1

NOT FOR CONSTRUCTION
PURPOSES

VIEW A - NTS

FEB 07/25
REV DATE

KV
REV'D BY

SOUTH CANTON PARK
CANTON, GA

REVISED PIPING LAYOUT TO REDUCE DISTANCE FROM MANIFOLD TO PAD 1
DESCRIFTION

<
WATERPLAY*
ey 4

805 CROWLEY AVE, KELOWNA BC, CANADA V1Y 7G6

TEL. (250) 712-3393 FAX (250) 861-4814
EMAIL info@waterplay.com

PLAYPHASE SMALL
SEE DRAWING 0011-2156
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PLAYPHASE LARGE
SEE DRAWING 0011-1953
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PLAYPHASE LARGE
SEE DRAWING 0011-1737

NOTES:

1. ALL DIMENSIONS MEASURED FROM DIMENSION ORIGIN (0,0) TO CENTRE OF FOOTING.

2. REFER TO FOOTING DETAILS FOR EACH WATER STRUCTURE.

3. LOCATE, SIZE AND SPECIFY QUANTITY OF DRAINS TO PREVENT STANDING WATER.

4. GROUND ALL COMPONENTS TOGETHER WITH GROUNDING WIRE AND BASE PLATE GROUNDING
LUG.

5. ANGLES NOTED, REFERENCE ORIENTATION OF THE PLAYPHASE BASE FLANGE FASTENERS AS
THEY RELATE TO THE X-Y PLANE. FOR ANGLES NOT INDENTIFIED, FASTENERS ARE TO BE
INSTALLED ALONG X- PLANE.

6. DRAIN LOCATION TO BE DETERMINED ONCE SLOPE OF SPLASH PAD IS ESTABLISHED.

11 x 17 plot

FOR INFORMATION PURPOSES ONLY. LOCAL
LANDSCAPE ARCHITECT, ENGINEER &/OR
APPROPRIATE AUTHORITIES HAVING
JURISDICTION MUST COMPLETE ALL PARK
LAYOUT, MECHANICAL & ELECTRICAL
DESIGN PRIOR TO CONSTRUCTION.

DESIGNED BY:
WATERPLAY SOLUTIONS CORP

NOTES:

- ROTATIONAL ANGLES SHOWN HERE ARE
TYPICAL. USE SUPPLIED JIGS FOR CENTRE
TO CENTRE SPACING OF FOOTINGS AND
PLAYPHASE BASE ORIENTATIONS.

- FOOTING LOCATIONS MEASURED
RELATIVE TO ORIGIN POINT, DESIGNATED
AS BACK RIGHT CORNER OF 10V AG KIOSK
ENCLOSURE (SEE VIEW 'A").

VIEW A - NTS
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SCALE: DRAWN BY: | DATE: REV #:
3/8" = 1-0" KV FEB 06/25 1

NOT FOR CONSTRUCTION
PURPOSES

FEB 07/25
REV DATE

KV
REV'D BY

SOUTH CANTON PARK
CANTON, GA

REVISED PIPING LAYOUT TO REDUCE DISTANCE FROM MANIFOLD TO PAD 1
DESCRIFTION
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WATERPLAY*
ey 4

805 CROWLEY AVE, KELOWNA BC, CANADA V1Y 7G6
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NOTES:

11 x 17 plot

1. THIS IS A PRELIMINARY SCHEMATIC, SITE PIPING MUST BE DETERMINED AND MEASURED VIEW 'A' -NTS N
ON-SITE. REFER TO LOCAL CODES TO ENSURE CODE COMPLIANCE. AN P T Es ONLY- LOCAL
2. WATER LINES SHALL HAVE POSITIVE DRAINAGE FROM AQUATIC PLAY FEATURES TO . APPROPRIATE AUTHORITIES HAVING
VAULT OR LOW POINT FOR WINTERIZING AND MAINTENANCE. Q“L > JURISDICTION MUST COMPLETE ALL PARK
3. PRESSURE CONTROL AND BACKFLOW PREVENTER SHALL BE INSTALLED AT MAIN WATER \@Q S 'E-)@g?g;Pﬂfgg#glgghg%ﬁggﬁﬂ
SOURCE UPSTREAM FROM MANIFOLD VALVES, AS DETERMINED BY LOCAL AUTHORITIES. % L 7 :
4. DYNAMIC WATER SUPPLY PRESSURE RECOMMENDED AT THE MANIFOLD IS 138-207 KPA 4‘%%% N Z A DESIGNED BY:
(20-30 PSI). A HIGHER MANIFOLD PRESSURE MAY BE REQUIRED FOR PRESSURE LOSSES PRI 7 o\ WATERPLAY SOLUTIONS CORP
BETWEEN MANIFOLD AND FEATURES. . N %"’* X © — —
5. EQUIPMENT SHALL BE EASILY ACCESSIBLE BY STAFF AND SECURED FROM PUBLIC. A DN N '
6. GPM IN VALVE TABLE IS FOR MANUFACTURER RECOMMENDED FEATURE DISPLAY. A %0\‘7 272 PIPING SCHEMATIC - SITE ik
7. VALVE TABLE RECOMMENDED LINE SIZE BASED ON 8 FPS PIPE VELOCITY, NOT L \®\ et R %4% SCALE: DRAWNBY: | DATE: REV #
ACCOUNTING FOR PRESSURE LOSS BETWEEN MANIFOLD AND FEATURES. % Q< %o 116"=10" | Kv FEB 06/25 1
8. WATERPLAY CONTROLLER CONFIGURED FOR A POTABLE WATER SUPPLY. % . & N N
VALVE TABLE > AN S NOT FOR CONSTRUCTION
_— S— LINE SIZE % & \}o‘ﬁ & . PURPOSES
: COMPONENT NAME | "_ " |GPM | FROM %, & &
MANIFOLD %, o
1 | SEE LAND. ARCH. DRAWINGS | 1 1 1.0in cgyc’ %, g |k
2 | SEE LAND. ARCH. DRAWINGS | 1 1 1.0in &J‘ E %
3 | SEE LAND. ARCH. DRAWINGS 1 1 1.0in %,%
4 | SEE LAND. ARCH. DRAWINGS | 1 1 1.0in ” >
5 | SEE LAND. ARCH. DRAWINGS | 1 1 1.0in £
6 | SEE LAND. ARCH. DRAWINGS | 2 2 1.0in é ¢ |
7 | SEE LAND. ARCH. DRAWINGS | 1 1 1.0in / <ﬁ
8 | SEE LAND. ARCH. DRAWINGS | 1 1 1.0in o é
9 | see LAND. ARCH. DRAWINGS | 1 1 10in SIZE OF SUPPLY LINES MAY REQUIRE <ﬁ 5
b REVIEW BY LOCAL ENGINEER Z, O 5
10 | SEE LAND. ARCH. DRAWINGS | 2 2 1.01in Pz O . )
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ACTIVATOR 2
_____ <] |€
~~~~~ % Al ' AL)°
@ WATERPLAY
- | ! J
ey |
805 CROWLEY AVE, KELOWNA BC, CANADA V1Y 7G6
TEL. (250) 712-3393 FAX (250) 861-4814
EMAIL info@waterplay.com
NOTES: VALVE TABLE 11 x 17 plot
1. THIS IS A PRELIMINARY SCHEMATIC, SITE PIPING MUST BE DETERMINED AND MEASURED LINE SIZE
ON-SITE. REFER TO LOCAL CODES TO ENSURE CODE COMPLIANCE. LG | COMPONENT NAME | LY | GPM | FROM | o A T o Y XA
2. WATER LINES SHALL HAVE POSITIVE DRAINAGE FROM AQUATIC PLAY FEATURES TO # LEG MANIFOLD | APPROPRIATE AUTHORITIES HAVING
VAULT OR LOW POINT FOR WINTERIZING AND MAINTENANCE. 1 | SEE LAND. ARCH. DRAWINGS | 1 1 10in__| JURISDICTION MUST COMPLETE ALL PARK
3. PRESSURE CONTROL AND BACKFLOW PREVENTER SHALL BE INSTALLED AT MAIN WATER > 1 1 10 BEE?&’Jpﬂfgﬁﬁg'ﬁéhéféﬁgfé!ﬁ“
SOURCE UPSTREAM FROM MANIFOLD VALVES, AS DETERMINED BY LOCAL AUTHORITIES. SEE LAND. ARCH. DRAWINGS 2l ;
4. DYNAMIC WATER SUPPLY PRESSURE RECOMMENDED AT THE MANIFOLD IS 138-207 KPA 3 | SEE LAND. ARCH. DRAWINGS | 1 1 1.0in  |oesieNepsy:
(20-30 PSI). A HIGHER MANIFOLD PRESSURE MAY BE REQUIRED FOR PRESSURE LOSSES 4 | SEE LAND. ARCH. DRAWINGS | 1 1 10in WATERPLAY SOLUTIONS CORP
BETWEEN MANIFOLD AND FEATURES. 5 | SEE LAND. ARCH. DRAWINGS | 1 1 1.0in DWG NAME: SHEET
5. EQUIPMENT SHALL BE EASILY ACCESSIBLE BY STAFF AND SECURED FROM PUBLIC. ;
6. GPM IN VALVE TABLE IS FOR MANUFACTURER RECOMMENDED FEATURE DISPLAY. 6 | SEE LAND. ARCH. DRAWINGS | 2 2 1.0in__ | PIPING SCHEMATIC - PADS 8/8
7. VALVE TABLE RECOMMENDED LINE SIZE BASED ON 8 FPS PIPE VELOCITY, NOT 7 | SEE LAND. ARCH. DRAWINGS | 1 1 1.0in SCALE: DRAWN BY: | DATE: REV #:
8. WATERPLAY CONTROLLER CONFIGURED FOR A POTABLE WATER SUPPLY. .
9 | SEE LAND. ARCH. DRAWINGS 1 1 1.0in
. NOT FOR CONSTRUCTION
10 | SEE LAND. ARCH.DRAWINGS | 2 2 1.0in

L=y

7

ACTIVATOR 2 \\ @\ \\

SPLASH PAD 1

SPLASH PAD 2

PURPOSES

FEB 07/25
REV DATE

REV'D BY

KV

SOUTH CANTON PARK
CANTON, GA

REVISED PIPING LAYOUT TO REDUCE DISTANCE FROM MANIFOLD TO PAD 1
DESCRIPTION

WATERPLAY

805 CROWLEY AVE, KELOWNA BC, CANADA V1Y 7G6

TEL. (250) 712-3393 FAX (250) 861-4814
EMAIL info@waterplay.com
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